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This drawing is for the purpose of achieving local authority planning approval only. MOJO Architecture Ltd ©
Copyright 2023. This design and drawing is the copyright of MOJO Architecture Ltd and shall not be reproduced
inany form, or modified in whole or part without written consent.

Tank Room
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Room

Access to gas intake
room and high level
transfer of pipes

Existing Air Handling Unit

Vertical ladder moved to not obstruct New steel steps to allow access over
new service doors concrete bund to new tank enclosure

Existing platform and ladder modified to maximise space
for new tank enclosure
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