
1: SUDS Component: Private drainage network: Granby Road, Buxton 
Item Inspection 

intervals  
Inspection 
Type 

Maintenance 
Required 

Maintenance 
works 

Maintenance 
intervals  

Comments 

 

Catch pit chamber 6 Visual Mechanical 
silt extraction Clearing silt 12 Subject to condition of inspection chamber 

Distribution pipe 
work 12 Visual Jetting cctv 24 Requirement for cctv survey subject to condition of distribution 

pipe work noted during visual inspection 
 
Maintenance procedures must be carried out as per Ciria guidance C753. 
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