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This Assessment accompanies the full planning application for the proposal.



1. Introduction

This Lighting Assessment supports the planning application for externally illuminated signage at
Waterside, Hadfield, Glossop. It demonstrates compliance with ILP GN0O1/21, NPPF guidance, and
local amenity protection standards.

2. Site Context

The site is within a mixed-use area with residential properties 18—25m away. Environmental Zone: E3
(Suburban).

3. Proposed Lighting Specification

- LED trough lighting

- Colour temperature: 3000—3500K

- Downward directed, 0% upward light

- Target sign face illuminance: 100—150 lux

4. Lux Assessment (Summary)

Lux diagrams indicate:

- Sign face: 150—-70 lux across all panels
- Ground spill: <1 lux at 5m

- Residential spill: <0.2 lux at 18-25m

5. Compliance with ILP GN01/21
All signage meets or exceeds ILP requirements for E3 zones.
6. Conclusion

The proposed lighting is acceptable, low-impact, fully compliant, and protects residential amenity.



